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Visible Light Image
Extent of water damage as viewed from
lounge room.
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Visible Light Image

This image shows signs of moisture under
the middle row of tiles. It may not be the
only cause of the water leak down stairs. |
still recommend that the grout between the

02.1S2 tiles be replaced to prevent excess water
5/28/2010 8:25:25 AM build up under the tiles.

3D-IR™

100
-p 50
]
Graph
Image Info
Fluke TiR32
5/28/2010 8:25:25 AM
14.0°F to 302.0°F




